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EXISTING BUILDING
(COMMERCIAL)

EXISTING BUILDING
(MEDICAL) EXISTING BUILDING

(MEDICAL)

SITE BOUNDARY

PROPOSED TOWER 1
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RED DOOR ARCHITECTURE

1C/24 Macquarie Street
Teneriffe QLD 4005

GANBOYS PTY LTD
GANBROS PTY LTD
GANSONS PTY LTD

PO Box 6002
Upper Mt Gravatt QLD 4122

12 - 16 THOMPSON STREET
BOWEN HILLS QLD 4006

SITE LAYOUT PLAN
POST DEVELOPMENT

DRAINAGE AND SERVICES
(STAGE 1)

8858

SK002 C
DAM
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EXISTING BUILDING
(COMMERCIAL)

EXISTING BUILDING
(COMMERCIAL)

EXISTING BUILDING
(MEDICAL) EXISTING BUILDING

(MEDICAL)
EXISTING SEWER PC TO BE
SEALED AT MAIN.

EXISTING SEWER PC TO BE
SEALED AT MAIN.

EXISTING SEWER PC TO BE
SEALED AT MAIN.

EXISTING QUU SEWER MAIN TO BE USED AS PROPERTY
CONNECTION TO SERVICE STAGE 2,3&4.

EXISTING SEWER PC TO BE
SEALED AT MAIN IF REDUNDANT

EXISTING 100mm FIRE SERVICE AND 50mm WATER
SERVICE TO CONNECT POST MASTER METER AND
REMAIN OPERATIONAL UNTIL STAGES 3 AND 4.

PROPOSED STORMWATER QUALITY
TREATMENT DEVICE.

EXISTING WATER SERVICE TO BE SEALED AT
MAIN AND METER RETURNED TO QUU.

EXISTING WATER SERVICE TO BE SEALED AT
MAIN AND METER RETURNED TO QUU.

PROPOSED MASTER WATER METER
TO SERVICE ENTIRE SITE.

PROPOSED 100mm FIRE SERVICE AND 50mm
WATER SERVICE SUB-METERING ARRANGEMENT.
SIZE TO BE CONFIRM BY HYD. CONSULTANT.

PROPOSED BRANCH LINE FOR FIRE AND
WATER TO SERVICE STAGE 3.

PROPOSED BRANCH CONNECTION FOR FIRE AND
WATER TO SERVICE STAGE 4 .
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LEGEND

STORMWATER

Gully Pit

Manhole

Field Inlet

Stormwater Quality
Treatment Device

Trench Grate

Manhole

Property Connection

Sewerage Main

Water Main

Valve

Fire Hydrant

Water Service and Meter

Drainage Pipe

SEWERAGE

WATER

NOTE:
PRELIMINARY DESIGN BASED ON BCC AND QUU RECORDS
AND SITE INVESTIGATION.

DETAILED SURVEY TO BE PROVIDED TO VALIDATE EXISTING
SURFACE LEVELS AND LOCATION OF SERVICES INCLUDING
ALIGNMENTS, LEVELS AND SERVICE DETAILS.

EXISTING STORMWATER  TO BE UPGRADED
TO 300mm DIA RCP AT 1% GRADE.

S S S S S S S S S S S S S S S S S S

PROPOSED SANITARY DRAINAGE.
REFER HYDRAULIC CONSULTANTS PLANS.

PROPOSED QUU DN160 SEWER 
PROPERTY CONNECTION.

EXISTING QUU SEWER MANHOLE TO
BECOME PRIVATE SEWER MANHOLE.

PROPOSED QUU SEWER
MANHOLE.

EXISTING QUU SEWER MANHOLE TO
BECOME PRIVATE SEWER MANHOLE.

EXISTING QUU SEWER MAIN TO
BECOME PRIVATE HOUSE DRAINAGE .

PROPOSED STORMWATER
DRAINAGE.

PROPOSED STORMWATER
DRAINAGE.

EXISTING STORMWATER
TO REMAIN

EXISTING STORMWATER
TO REMAIN

EXISTING SEWER HOUSE DRAINAGE
TO SERVICE EXISTING BUILDING.

EXISTING SEWER PC TO BE
SEALED AT MAIN IF REDUNDANT

EXISTING SEWER PC TO BE
SEALED AT MAIN IF REDUNDANT
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